3.2 (d) INDOOR HOUSING FACILITIES.
Interior surfaces, The floors and walls of indoor housing facilities, and any other surfaces in contact with the animals, must be impervious to moisture. The ceilings of indoor housing facilities must be impervious to moisture or be replaceable.

***In one cat room housing approximately a dozen cats, one area of the ceiling is water-damaged and the ceiling board has separated, creating a significant hole. The damaged area is not directly over the cat runs, however, ceilings in animal rooms need to maintained so that they are impervious to moisture. Need to repair ceiling damage and underlying cause to ensure that the ceiling is impervious to moisture and can be adequately sanitized. Correct by February 28, 2010.